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PROPOSED WATERMAIN PLAN
200SCALE 1 :

SERVICES PLAN
200SCALE 1 :

EXISTING WATER

GATE VALVE ON SUBMAIN

THRUST BLOCK ON MAIN

REDUCER ON MAIN

PROPOSED WATER MAIN

PROPOSED WATER SUBMAIN

SLUICE VALVE ON MAIN

THRUST WALL ON MAIN

TAPPING BAND/SADDLE 

FIRE HYDRANT ON MAIN 

CHLORINATION POINT

WATER LEGEND

CONNECTION BOX (LEAVE)

CONNECTION BOX (REPLACE)

DEAD END

FH

R R R

E E E

SERVICES LEGEND
SEWER

STORMWATER

WATER

TELECOMMUNICATIONS:

TRANSPOWER

ENABLE FIBRE

CHORUS (Cables)

HV HV HV

ORION (Cables)

ORION (HV cables)

T T T

ROCKGAS

WM

NOTES:

1. ALL PE PIPE TO DI FITTING CONNECTIONS
TO BE COMPLETED WITH STUB FLANGE
AND BACKING RINGS, SLIM FLANGES ARE
TO BE USED IN DN200 AND ABOVE
CONNECTION.

2. DIRECT CONNECTIONS AND TAPPING'S
OFF MAIN TO BE TAKEN OFF AT TOP OF
PIPE TO ENABLE AIR RELEASE.

3. OVERHEAD (O/H) SERVICES ARE PRESENT
IN AREA BUT NOT SHOWN FOR CLARITY ON
THE DRAWING.

4. WHERE POSSIBLE USE TEMPORARY
TAPPED END PLATES FOR PRESSURE
TESTING AND CHLORINATION.

5. ALL SUBMAIN CONNECTIONS ARE
SHORTSIDES.
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LAY 180OD PE100 PN12.5 MAIN
O/S 1.4m FROM KERB FACE

INSTALL FIRE HYDRANT
AS PER SD402

REMOVE EXISTING
FIRE HYDRANT

INSTALL 63OD PE80B SUBMAIN CROSSOVER
AND INSTALL 2x DN50 GATE VALVES

ABANDON EXISTING Ø100 AC MAIN

ABANDON EXISTING DN50 HDPE SUBMAIN

INSTALL 63OD PE80B SUBMAIN
0.3m OFF POWER

REMOVE EXISTING
GATE VALVE

REMOVE EXISTING
GATE VALVE

TELECOMS CABLE

ENABLE FIBRE

UNDERGROUND POWER CABLE

DN150 RCRR WW PIPE

DN225 RCRR SW PIPE

ENABLE FIBRE

UNDERGROUND POWER CABLE

WW MANHOLE AND FLUSHTANK

INSTALL DN100 DI EQUAL TEE AND CONNECT TO EXISTING DN100 mPVC WITH 2 x FLANGE ADAPTORS

INSTALL DN150 SLUICE VALVE

REMOVE EXISTING SLUICE VALVE

DN100 SW LATERAL

IS XXV DP 18610 - ORDER 7
TO BE PROTECTED

IS I DP 355749 - ORDER 6
TO BE PROTECTED

IS XXVI DP 18610 - ORDER 8
TO BE PROTECTED IT I DP 81059 - ORDER 7

TO BE PROTECTED

IS XXVII DP 18610 - ORDER 8
TO BE PROTECTED

IT XXVIII DP 18610 - ORDER 7
TO BE PROTECTED

INSTALL 63OD PE80B SUBMAIN
0.3m OFF ENABLE

VODAFONE CABLE

EX DN100 mPVC WS PIPE

INSTALL INLINE THRUST BLOCK AS PER SD411

INSTALL END CAP AND THRUST
BLOCK TO SD406

INSTALL END CAP AND THRUST
BLOCK TO SD406

INSTALL DN150-100 REDUCER

10.02.23 KW

VESTED INFRASTRUCTURE - WATER SUPPLY

CCEPTE
CITY WATER & WASTE
CHRISTCHURCH CITY COUNCIL

....................................................................

A D
All work to be in accordance with I.D.S. & C.S.S. Pt.1-7

13 - Feb - 2023

Gunn, Jeremy
 

New180mm PE 
watermain extended 4m 
Northeast to avoid clash 
with well established 
street tree outside 5 
Braco Pl.

New 63mm submain 
alignment installed 
within the berm to avoid 
power, enable and 
sewer clash within the 
proposed footpath 
alignment.

New 63mm submain 
alignment changed to 
300mm of footpath 
batons due to service 
clashes with power and 
enable cables

New 63mm submain 
alignment changed to 
300mm of footpath 
batons due to service 
clashes with power and 
enable cables
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